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5/8" TYPE X GYPSUM BOARD
6mil POLYETHYLENE VAPOUR RETARDER
2 X 6" WOOD STUD FRAMING SEE 
STRUCTURAL FOR SPACING

R20 BATT INSULATION
1/2" PLYWOOD SHEATHING
SELF-ADHERING SHEET AIR BARRIER
1" MINERAL WOOL SEMI-RIGID INSULATION
1" AIR SPACE
CLAY MASONRY & DARK COLOURED 
GROUT (PRE-MIXED)

W1 - EXTERIOR WALL @ MASONRY

*ALL INTERIOR AND EXTERIOR WOOD 
FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.

5/8" TYPE X GYPSUM BOARD
6mil POLYETHYLENE VAPOUR RETARDER
2 X 6" WOOD STUD FRAMING SEE 
STRUCTURAL FOR SPACING

R20 BATT INSULATION
1/2" PLYWOOD SHEATHING
SELF-ADHERING SHEET AIR BARRIER
1" MINERAL WOOL SEMI-RIGID INSULATION
1X3 HORZ. WOOD FURRING STRIPS @ 16" O.C.

FIBER CEMENT ARCHITECTURAL 
PANELS

W2 - EXTERIOR WALL @ FIBER CEMENT

7/8" VERT. METAL CHANNELS @ 16" O.C.

W3 - EXTERIOR WALL @ CONCRETE FOUNDATION

CONCRETE WALL - SEE STRUCTURAL

COLD FLUID APPLIED WATERPROOFING

2 1/2" EXPANDED POLYSTYRENE INSULATION

GEOSYNTHETIC DRAINAGE LAYER

W3.1 - EXTERIOR WALL @ CONCRETE FOUNDATION W/ FINISH

CONCRETE WALL - SEE STRUCTURAL

COLD FLUID APPLIED WATERPROOFING

2 1/2" EXPANDED POLYSTYRENE INSULATION

FIBER CEMENT ARCHITECTURAL 
PANELS

7/8" VERT. METAL CHANNELS @ 16" O.C.

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

2 X 4" WOOD STUD FRAMING 
@ 16" O.C. CAVITIES FILLED W/ 
SOUND BATT

P1 -  2X4 WOOD STUD PARTITION SOUND INSULATED
1HR

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

*ALL INTERIOR AND EXTERIOR WOOD 
FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.

ALL INTERIOR WALLS ON LV.1 TO BE P1 
UNLESS NOTED OTHERWISE

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

2 X 4" (OR 2 X 6" WHERE 
INDICATED ) WOOD STUD 
FRAMING @ 16" O.C.

P3 -  WOOD STUD PARTITION (NON-STRUCTURAL)

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

ALL INTERIOR WALLS ON LV.2 AND ABOVE TO 
BE P3 - UNLESS NOTED OTHERWISE

2 - LAYERS 5/8" TYPE X 
GYPSUM BOARD - FINISHED, 
PRIMED & PAINTED

2 X 4" WOOD STUD FRAMING 
@ 16" O.C. CAVITIES FILLED W/ 
SOUND BATT

P2 -  2X4 WOOD STUD PARTITION SOUND INSULATED

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

1/2" RESILIENT CHANNEL

2 - LAYERS 5/8" TYPE X 
GYPSUM BOARD - FINISHED, 
PRIMED & PAINTED

STRUCTURE AS SCHEDULED -
SEE STRUCTURAL

P2.1 -  LOAD BEARING STUD PARTITION SOUND INSULATED

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

1/2" RESILIENT CHANNEL

SOUND BATT

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

P3 -  2X4 LOAD BEARING WALLS

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

STRUCTURE AS SCHEDULED -
SEE STRUCTURAL

P4 -  LOAD-BEARING DOUBLE WALL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

STRUCTURE AS SCHEDULED -
SEE STRUCTURAL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED
1" AIR SPACE

2 - LAYERS 5/8" TYPE X 
GYPSUM BOARD - FINISHED, 
PRIMED & PAINTED

SHEARWALL FRAMING - SEE 
STRUCTURAL

P5 - SHEAR WALLS

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

1/2" RESILIENT CHANNEL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

SHEARWALL FRAMING - SEE 
STRUCTURAL

P5.1 - SHEAR WALLS

GYPSUM BOARD TYPE X -
FINISHED, PRIMED & PAINTED

P5.2 -  DOUBLE SHEAR WALL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

STRUCTURE AS SCHEDULED -
SEE STRUCTURAL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED
1" AIR SPACE

SOUND BATT

SOUND BATT

*ALL INTERIOR AND EXTERIOR WOOD 
FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

2 1/2" C-H SHAFT WALL STUDS 
@ 24" O.C.

P6 -  RATED SHAFT WALL
[45MIN]

RATED GLASS-MAT SHAFT 
LINER PANELS

P6 -  CONCRETE BLOCK

CONCRETE BLOCK WALL -
PRIMED & PAINTED

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

2 X 4" WOOD STUD FRAMING 
@ 16" O.C.

P7 -  2X4 FURRING WALL

5/8" TYPE X GYPSUM BOARD -
FINISHED, PRIMED & PAINTED

1 X 3" WOOD FURRING @ 16" O.C.

P7.1 -  1X3 FURRING 

ALL INTERIOR WALLS ON LV.2 AND ABOVE TO 
BE P3 - UNLESS NOTED OTHERWISE

NELSON STUDS AS 
REQUIRED FOR LATERAL 
BRACING

FILL GAP WITH FIRESTOP 
MATERIAL

BACKER ROD & FIRE 
SEALANT, BOTH SIDES

S1 - PARKING SOFFIT

CONCRETE SLAB - SEE 
STRUCTURAL

5" POLYURETHANE CLOSED CELL SPRAY 
FOAM INSULATION - COVER ALL PLUMBING

FIRE PROOFING PER CAN/ULC-S124

FLOOR FINISH

STEEL FRAMING OR METAL SUSPENSION 
SYSTEM SOFFIT SUPPORT
7/8" METAL FURRING @ 16" O.C.
METAL SOFFITC
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R1 - ROOF ASSEMBLY

1" INSULATED COVERBOARD
5" RIGID INSULATION IN LAYERS - JOINTS STAGGERED

WOOD TRUSSES - SEE STRUCTURAL

2 PLY MODIFIED BITUMINOUS MEMBRANE ROOFING

6 Mil POLYETHYLENE VAPOUR BARRIER
5/8" EXTERIOR GRADE PLYWOOD SHEATHING

FIRE BLOCKING AS INDICATED IN 
BUILDING SECTIONS AND ON ROOF PLAN

1 X 3" WOOD STRAPPING

5/8" GYPSUM BOARD TYPE X - FINISHED, 
PRIMED & PAINTED

R2 - ROOF ASSEMBLY

1" INSULATED COVERBOARD
5" RIGID INSULATION IN LAYERS - JOINTS STAGGERED

ROOF JOISTS - SEE STRUCTURAL

2 PLY MODIFIED BITUMINOUS MEMBRANE ROOFING

6 Mil POLYETHYLENE VAPOUR BARRIER
5/8" EXTERIOR GRADE PLYWOOD SHEATHING

1 X 3" WOOD STRAPPING

5/8" GYPSUM BOARD TYPE X - FINISHED, 
PRIMED & PAINTED

R3 - ROOF ASSEMBLY

HOT RUBBERIZED ASPHALT 
WATERPROOF COATING

3" ANTI-SLIP CONCRETE TOPING - SLOPED TO DRAINS

4" HIGH DENSITY RIGID INSULATION

STRUCTURAL CONCRETE - SEE STRUCTURAL

DRAINAGE BOARD

F1 - SLAB ON GRADE 

CONCRETE SLAB SLOPE TO 
DRAINS - SEE STRUCTURAL
UNDER-SLAB VAPOUR BARRIER
COMPACTED STONE - SEE 
STRUCTURAL

F2 - CONCRETE SLAB

CONCRETE SLAB - SEE 
STRUCTURAL

FLOOR FINISH - BY ARCHITECT

F3 - RESIDENTIAL FLOORS

1 1/2" CONCRETE TOPPING

FLOOR FINISH - BY ARCHITECT

10" FLOOR JOISTS W/ SOUND 
ABSORPTIVE MATERIAL

3/4" PLYWOOD SUBFLOOR

1 X 3" WOOD STRAPPING

5/8" GYPSUM BOARD TYPE X - FINISHED, 
PRIMED & PAINTED

1'
 - 

2"

1'
 - 

1 
1/

2"
1 

1/
4"

1.1 CODE ANALYSIS

The code analysis is based on information provided on floor plan drawings dated 2021-01-18. The code 
references provided in this document include:

1. 2015 National Building Code of Canada (NBCC); 
2. Nova Scotia Building Code Regulations (NSBCR), and 
3. 2015 National Fire Code of Canada (NFCC). 

1.1.1 BUILDING CLASSIFICATION

The building requirements of Subsection 3.2.2. of the NBCC for intended use of this building, of Group C Residential 
Occupancy. The NBCC reference is Article 3.2.2.51. The building is a 4 storey building having a footprint area of 
1037m². 

1.1.2 FIRE SEPARATION, CLOSURE, AND RATING REQUIREMENTS 

The fire-resistance ratings of the fire separations will conform to CAN/ULC-S101: Fire Endurance Tests of Building 
Construction and Materials. The assembly design is required to be a ULC or cUL listed assembly. The following table 
outlines the fire-resistance ratings of the construction assembly locations and corresponding references. 

• Floor Assemblies:Fire Separation of 1hr [3.2.2.51.]
• Loadbearing walls and columns: Fire Resistance 1hr [3.2.2.51]
• Exit Enclosure: Fire Separation 1hr [3.4.4.1.]
• Exit Lobby:Fire Separation at Garbage room & Exit stair 1hr [3.4.4.2.]
• Residential Corridors: Fire Separation 1hr [3.3.4.2.]
• Residential Suites: Fire Separation 1hr [3.3.4.2.]
• Elevator Shaft: Fire Separation 1hr [3.5.3.1.]
• Elevator Machine Room: Fire Separation 1hr [3.5.3.3.]
• Service Shafts: Fire Separation 45min [3.6.3.1.]
• Service room containing a fuel- fired appliance: Fire Separation1h [3.6.2.1.]
• Interior Refuse / Garbage Room: Fire Separation 1h rand sprinkler protection [3.6.2.5.]
• Main Electrical Room: Separation 1hr [3.6.2.1.6.]
• Storage Garage (parking): 1.5hrs [3.3.5.6]

The fire-protection ratings of the fire separations will conform to NFPA 80: Standard for Fire Doors and Other 
Opening Protectives, in accordance with NBCC Sentence 3.1.8.5.(2). The closures for this design include doors and 
smoke/fire dampers. 
The following table outlines the required fire-protection rating of the closures in the fire separations and 
corresponding references. 

• Fire-resistance rating of 45min: Fire protection rating of 45min [3.1.8.4.]
• Fire-resistance rating of 1h: Fire protection rating of 45min [3.1.8.4.]

Doors in a required fire separation will be provided with self-closing devices (Reference NBCC Article 3.1.8.11). 
Swing-type doors in a fire separation will be equipped with positive latching mechanisms (Reference NBCC Article 
3.1.8.13). 

1.1.3 CONSTRUCTION TYPE

The building is permitted to be of combustible or non-combustible construction in accordance with NBCC Article 
3.2.2.50. 

1.1.4 OCCUPANT LOAD AND EXIT CAPACITY

OCCUPANT LOAD 
The occupant loads for all areas are calculated for the design drawings based on design criteria and NBCC 
Article 3.1.17.1. and based on the intended occupancy of the residential units.

EXIT CAPACITY 
The exit capacity for each floor is calculated based on Articles 3.4.3.2 and 3.4.2.1. 

Level 1: 336 (exit capacity) based on door width design
Level 2-4: 228 (exit capacity) based on exit width design

1.1.5 INTERIOR FINISH RATINGS 

The following table identifies the applicable interior finish ratings based on the design drawing. Applicable 
references include NBCC Articles 3.1.13.6 and 3.1.13.2. 

Location: Ext Stairways and Lobbies used for exiting:
1. Max. Flame-Spread Rating

1. Wall Surface: 25
2. Ceiling Surface: 25

Location: Corridors not within suites:
1. Max. Flame-Spread Rating

1. Wall Surface: 75
2. Ceiling Surface: 150

Location: Suite Bathroom:
1. Max. Flame-Spread Rating

1. Wall Surface: 200
2. Ceiling Surface: 200

1.1.6 FIRE EXTINGUISHERS 

Fire extinguishers will be provided in accordance with NBCC Article 3.2.5.16 and NFCC Article 2.1.5.1. The 
portable fire extinguishers will be selected and installed based on the requirements of NFPA 10, Portable Fire 
Extinguishers. 

1.1.7 FIRE ALARM SYSTEM

According to NBCC Clause 3.2.4.1.(4).(j), a fire alarm system is to be installed in this building. The fire alarm 
system may be a single or two-stage system and will be designed in accordance with CAN/ULC-S524, 
Installation of Fire Alarm Systems. 
It is recommended that all signaling devices will be a combination audible/visible devices, where the visibility of 
the strobes will have a minimum of 110cd intensity. The barrier-free residential rooms will be provided with 
visible signaling devices. 
Smoke detection is to be provided in the residential corridors. 

1.1.8 SMOKE ALARMS

The design and installation of smoke alarms will meet the requirements of CAN/ULC-S531, Smoke-Alarms. 
Smoke alarms will be installed in each sleeping room on or near the ceiling. The smoke alarms will be provided 
with battery back-up and will be capable of being silenced for a period of not more than 10 minutes (Reference 
NBCC Article 3.2.4.20.). Smoke detection may be installed in lieu of smoke alarms (Reference NBCC Sentence 
3.2.4.20.(8))  

1.1.9 ALARM MONITORING

The fire alarm monitoring will be designed and installed in accordance with the requirements of ULC S561, 
Installation and Services for fire Signal Receiving Centres and Systems. (Reference NBCC Article 3.2.4.7). 

1.1.10 FIRE DEPARTMENT ACCESS

The design of the fire department access to the new building will be in accordance with the design 
requirements identified in NBCC Subsection 3.2.5. 
The nearest fire hydrant will be located such that the maximum unobstructed distance between the hydrant, 
vehicle, and building does not exceed 90m. And, the unobstructed path of the firefighter from the vehicle to the 
building is not greater than 45m.  

1.1.11 EGRESS AND EXITING

The exiting for this building will consist of at least two exits per floor area (Reference NBCC Article 3.4.2.1.). 
The exit facilities are sized such that the exit capacity exceeds the calculated occupant load for the floor area. 
The travel distance to at least one exit will not exceed 45m in accordance with NBCC Article 3.4.2.5.  

1.1.12 SPATIAL SEPARATION

The building faces of this building are permitted to have unprotected openings as shown on A004 in 
accordance with NBCC Table 3.2.3.1.-B. The Exterior Cladding of the building shall be non-combustible as per 
3.1.4.8.

1.1.13 BARRIER-FREE DESIGN

A barrier free path of travel is required for each floor area providing barrier free access and common areas. 
One barrier free suite is to be provided per floor based on the number of units proposed for each floor. Two of 
the total 33 rooms have been designed to be barrier free units.   
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Proposed Mixed Use Building
PID 00356899

Lot 1A Area : 6,950 sf
PID 00356907

Lot 2B
PID 40456642

Lot 2A
PID 40441768

Lot 3B
PID 40444325

Lot 3A
PID 40441776

Existing BuildingExisting Building

DEMOLISHED BUILDING 
FOOTPRINT

0' 10' 25' 50'

NEW SIDEWALK

15
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7 CLASS B BIKE 
PARKING STALLS

A

A

3.
9

1.7

TRANSFORMER PAD -
SEE ELECTRICAL

1

1

1.
2

LAND UNDER PURCHASE 
AGREEMENT - TRANSFER 
TO BE COMPLETE PRIOR 
TO CONSTRUCTION

3.
2

6.
3

ROW - HRM OWNED

EXISTING NSPI POLE

EXISTING NSPI POLE

EXISTING NSPI POLE
SCREEN/FENCE SEE DETAIL

/8 A404

SCREEN/FENCE SEE DETAIL

/8 A404

10" PLANTER STRIP

PROPERTY BOUNDARY

EXISTING BUILDING -
DEMOLISHED

LEGEND

SETBACKS

NEW SEED/SOD

BUILDING

NEW CONCRETE WALKWAY

LAND UNDER PURCHASE 
AGREEMENT

ASPHALT DRIVEWAY
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1HR FIRE SEPARATION
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W3

P6

A201
1

A201
2

A202
1

A202
2

001A

004A

CHAIN LINK FENCE STORAGE COMPARTMENTS

NOTE: FIRE RESISTANCE NOT 
SHOWN, REFER TO NOTE BELOW

15 MINUTE FIREBLOCK
45 MINUTE SHAFT [P6]

*ALL INTERIOR AND EXTERIOR WOOD 
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1. OVERALL OUTSIDE TO OUTSIDE OF BUILDING
2. CENTER TO CENTER OF GRIDS & OUTSIDE OF EXTERIOR 
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INTERIOR DIMENSIONS:
1. FROM GRIDS TO FACE OF INTERIOR PARTITIONS AND INSIDE 
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2. ALL INTERIOR DOORS 4" MINIMUM FROM ADJACENT WALLS 
UNLESS NOTED/DIMENSIONED OTHERWISE
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15 MINUTE FIREBLOCK
45 MINUTE SHAFT [P6]

*ALL INTERIOR AND EXTERIOR WOOD 
FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.
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1HR FIRE SEPARATION

NOTE: FIRE RESISTANCE NOT 
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*ALL INTERIOR AND EXTERIOR WOOD 
FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.

EXTERIOR DIMENSIONS:
1. OVERALL OUTSIDE TO OUTSIDE OF BUILDING
2. CENTER TO CENTER OF SUB-GRIDS & OUTSIDE OF EXTERIOR WALL AT ENDS
3. ROUGH OPENINGS TO SUB-GRIDS & GRIDS @ MAIN GRID CORNERS
4. SUB-GRIDS TO BALCONIES

INTERIOR DIMENSIONS:
1. FROM SUB-GRIDS TO CENTER OF UNIT PARTITIONS TO INSIDE CORNER OF 
EXTERIOR WALLS

2. ALL INTERIOR DOORS 4" MINIMUM FROM ADJACENT WALLS UNLESS NOTED 
OTHERWISE

CONTINUOUS 
38"x18" SERVICE 
SHAFT 45min.
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FRAMED WALLS ABOVE LV.1 SHALL BE 
CONSIDERED AS LOAD BEARING AND 
HAVE A FIRE RESISTANCE RATING OF 
1HR - EXCEPT NON-LOADBEARING 
WALLS NOTED ON STRUCTURAL 
DRAWINGS.
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Sprinkler Lines ( See Mechanical )

Return Air Grill ( See Mechanical )
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LEVEL 2
11' - 0"

A

PREFINISHED METAL 
CLOSURE TRIM c/w BACKER 
ROD AND CAULKING

ELECTRIC BASEBOARD HEATER

5/8" HARDWOOD SILLS (STAIN & 
VARNISH) AT SLIDING DOORS 
(TYPICAL)

VINYL SLIDING DOOR SYSTEM w/ 
SLIDING SCREEN

SOLID WOOD BLOCKING AS REQUIREDSHIMS AS REQUIRED c/w 
BACKER ROD & CAULKING, 
BOTH SIDES

1/2" PLYWOOD ALONG CONCRETE 
CURB FOR ANCHORING OF 
BASEBOARD HEATER

PRE-FINISHED METAL THRU-
WALL FLASHING c/w DRIP EDGE

LAP AIR BARRIER OVER 
METAL FLASHING AND SEAL

J-TRIM FLASHING AT END OF 
METAL SOFFIT

4' - 6"

9"
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2"
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1.9%

5 1/2"
CONCRETE CURB, FULL WIDTH OF BALCONIES

PREFAB ALUMINUM GUARDRAIL 
SYSTEM c/w TEMPERED GLASS

2 LAYERS OF 1/2" PLYWOOD WINDOW 
BOX, ALL AROUND
-WRAP WITH SELF-ADHESIVE MEMBRANE

BACKER ROD & CAULKING
-ALL SIDE, EXCEPT BOTTOM

CONTINUOUS MEMBRANE 
TERMINATION BAR

4 
1/

2"

Level 3
20' - 10"

A

PRE-FINISHED METAL THRU-
WALL FLASHING c/w DRIP EDGE

LAP AIR BARRIER OVER 
METAL FLASHING AND SEAL

WRAP OPENING WITH SELF-
ADHESIVE MEMBRANE

CAULK PERIMETER, TYPICAL

ELECTRIC BASEBOARD HEATER

5/8" HARDWOOD SILLS (STAIN & 
VARNISH) AT SLIDING DOORS 
(TYPICAL)

VINYL SLIDING DOOR SYSTEM w/ 
SLIDING SCREEN

SHIMS AS REQUIRED c/w 
BACKER ROD & CAULKING, 
BOTH SIDES

PREFINISHED HEAVY GAUGE 
METAL FLASHING, OVER SELF-
ADHESIVE MEMBRANE

6"

PREFAB ALUMINUM GUARDRAIL 
SYSTEM c/w TEMPERED GLASS

1" RIGID INSULATION BETWEEN 
FLOOR JOISTS TAPED AND 
SEALED - ALL SIDES

BATT INSULATION -
SAME AS EXT. WALL

SEAL VAPOUR BARRIER TO RIGID 
INSULATION TAPE - TO CREATE A 
CONTINUOUS VAPOUR BARRIER

2"x8" PRESSURE TREATED 
JOISTS @ 16" o/c INSTALLED ON 
JOIST HANGERS

DOUBLE 2"x10"  RIM JOISTS 
(PRESSURE TREATED)
- REFER TO STRUCTURAL 
DRAWINGS FOR COMPLETE DECK 
FRAMING DETAILS

PRESSURE TREATED 1"x6" 
DECKING c/w INSECT SCREEN

LEAVE GAP FOR DRAINAGE

PREFINISHED METAL FLASHING, 
c/w DRIP EDGE

C
O
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R

D
. w

/ H
EA

TE
R

7 
1/

2"
 ±

INSTALL MEMBRANES & FLASHINGS 
BETWEEN CANTILEVERED BEAMS 
BEFORE INSTALLATION OF  2x8 DECK 
JOISTS & HANGERS

LEAVE GAP FOR DRAINAGE

BEAM AS PER STRUCTURAL

MECHANICAL VENTS

4' - 6"

G

2"  RIGID INSULATION 
TAPED AND SEALED - ALL 
SIDES

PRE-FINISHED METAL 
FLASHING c/w DRIP EDGE 

(HEAVY GAUGE)

3/4" PLYWOOD OVER SOLID 
WOOD BLOCKING, CUT TO 
SUIT SLOPE

ROOFING MASTIC SEALANT

WRAP WOOD CURB WITH 
SELF-ADHESIVE WATER 

PROOFING MEMBRANE, SEAL 
TO ROOF AND WALL 

BARRIERS

1" RIGID INSULATION 
BETWEEN FLOOR 
JOISTS TAPED AND 
SEALED - ALL SIDES

BATT INSULATION -
SAME AS EXT. WALL

SEAL VAPOUR BARRIER 
TO RIGID INSULATION 
TAPE - TO CREATE A 
CONTINUOUS VAPOUR 
BARRIER

SEAL VAPOUR BARRIER TO 
PLYWOOD

PRE-FINISHED METAL 
THRU-WALL FLASHING 
c/w DRIP EDGE

LAP AIR BARRIER 
OVER METAL 
FLASHING AND SEAL

J-TRIM FLASHING AT 
END OF METAL SOFFIT

SILL GASKET TYP.

SUSPENDED SOFFIT 
SYSTEM - ENG. STEEL 
STUDS
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CAP AIR SPACE WITH INSULATION

FINISH METAL TRIM - CONTINUOUS

CONTINUOUS MEMBRANE 
TERMINATION BAR
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WEEPHOLE CELLS

MORTAR MESH

LAP MEMBRANE OVER 
METAL FLASHING

BASEBOARDS

2 1/2" BRICK CHECK

FIRE DAMPER

CONTINUOUS 
45MIN. RATING

MECH. VERT. DUCTS
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GLASS SPANDREL PANES -
INSULATED

CONTINUOUS EXTRUDED 
ALUMINUM SILL

SEALANT

/8 A503

/8 A503

SEALANTFILL CAVITY WITH 
MINERAL WOOL

MDF SILLMDF SILL

/8 A503

/8 A503

MDF SILL

6mm STEEL BENT PLATE (PRIMED 
AND PAINTED) OVER 38mm RIGID 
INSULATION

STEEL CLIP ANGLES 
ANCHORED INTO 
FOUNDATION WALL 
BELOW

SEALANT

THERMALLY BROKEN OVERHEAD 
DOOR C/W TRACK

6mm STEEL BENT PLATE 
(PRIMED AND PAINTED) TO 
COVER OH DOOR TRACK

SEALANT

MDF SILL

GLASS SPANDREL PANES -
INSULATED

CONTINUOUS EXTRUDED 
ALUMINUM SILL

SEALANT

SEALANT

/8 A503

/8 A503

FILL CAVITY WITH 
MINERAL WOOL

MDF SILL MDF SILL

SEALANT

SEALANT

HOLLOW METAL 
FRAME - INSULATE

75
° 7"

7"

ALUMINUM SHADOW 
BOX (ABOVE/BELOW)

CONCRETE COMPOSITE 
PANELS (BETWEEN 
FLOORS/WINDOWS)

PROVIDE WOOD 
BLOCKING AS 
REQUIRED

METAL 
FLASHING

MDF SILLS

SHADOW BOX 
WELDED @ ALL 
CORNERS

6" X 4" X 1/8" ALUMINUM "L" 
SHADOW BOX (BLACK) - SEE 
ELEVATIONS

CAULK ALL SIDES (TYPICAL)

SEALANT

SEALANT

JAMB TRIM

COMPOSITE 
MEMBRANE OVER 
JAMB TRIM

SEALANT

HARDWOOD SILL

SEALANT

110°

7"

ALUMINUM SHADOW 
BOX (ABOVE/BELOW)

CONCRETE 
COMPOSITE 
PANELS (BETWEEN 
FLOORS/WINDOWS)

7"

PROVIDE WOOD BLOCKING 
AS REQUIRED

METAL FLASHING

MDF SILLS

SHADOW BOXES 
WELDED @ ALL 
CORNERS

INSULATED SPANDREL PANEL

INSULATE CAVITIES

SEALANT

SEALANT
MDF SILL

M
DF SILL

2 LAYERS OF 1/2" PLYWOOD WINDOW 
BOX (ALL AROUND)
-WRAP WOOD BASE WITH SELF-
ADHESIVE MEMBRANE AND EXTEND 
DOWN FACE OF CONCRETE CURB

WEEPHOLE CELLS

MORTAR MESH

2 1/2" BRICK CHECK

WATER TIGHT 
JOINT FILLER

1'
 - 

0"

CAULK PERIMETER, TYPICAL

PAINTED MDF SILL

EXTRUDED ALUMINUM SILL 
FLASHING c/w DRIP EDGE

CUT TOP OF BRICK w/ SLOPE

THERMALLY BROKEN 
ALUMINUM CURTAIN WALL

BRICK MASONRY BEYOND

LAP MEMBRANE OVER 
METAL FLASHING

DO NOT SCALE DRAWINGS. ALL DIMENSIONS TO BE
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ABBREVIATION LEGEND

AL ALUMINUM
B.AN BLACK ANODIZED
CLF CHAIN LINK FENCE
GALV GALVANIZED
HM HOLLOW METAL
I.AL INSULATED ALUMINUM
IG.T INSULATED GLASS-TEMPERED
I.M INSULATED  METAL
M METAL
PL PAD LOCK
PS PRESSED STEEL
PTD PAINTED
TG TEMPERED GLASS
V VARNISH (FACTORY FINISH)
WD WOOD VENEER (PAINT GRADE)
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0"

6 
1/

2"

DOOR WIDTH1' - 4" 1' - 4"

NOTE:
ALL DIMENSIONS REPRESENT 
ROUGH OPENINGS.
COORDINATE WINDOW & DOOR 
DIMENSIONS ACCORDINGLY

DOOR HARDWARE GROUP SETS
HG-1 (Commercial Storefront Entrance)
NOTE: ALUMINUM DOOR HARDWARE PROVIDED BY 
ALUMINUM DOOR PROVIDER
Standard Hinge
Push/Pull
Lockset
Door Operator w/ 2 Actuator Buttons per side (one door only)
Door Closer
Weatherstrip
Threshold Sill
Floor/Wall Doorstop

HG-2 (Residential Storefront Entrance - Exterior)
Standard Hinge
Push/Pull
Door Operator w/ 2 Actuator Buttons per side (one door only)
Closer
Weatherstrip
Threshold Sill
Floor/Wall Doorstop

HG-3 (Residential Lobby Vestibule)
Standard Hinge
Lockset
Push/Pull
Door Operator w/ 2 Actuator Buttons per side (one door only)
Closer
Weatherstrip
Floor/Wall Doorstop

HG-4 (Stairwell)
Standard Hinge
Closer
Latchset
Kickplate
Pushplate & Pullplate
Weather Strip
Panic Bar
Floor/Wall Doorstop

HG-5 (Parking Level & Level 1)
Standard Hinge
Lockset
Closer
Weatherstrip
Floor/Wall Doorstop

HG-6 (Offices, Comms / Elect.  Room)
Standard Hinge
Lockset
Floor/Wall Doorstop

HG-7 (Office Entrance, Community Rm, Fitness Rm)
Standard Hinge
Lockset
Closer
Weather Strip
Floor/Wall Doorstop

HG-8 (Bike Room) 
Standard Hinge
Lockset
Closer
Weather Strip
Floor/Wall Doorstop
Kickplate

HG-9 (Apartment Entrance)
Standard Hinge
Lockset
Peephole
Closer
Floor/Wall Doorstop
Weather Strip

HG-10 (Bath/Bedroom Privacy Lock)
Standard Hinge
Latchset
Stopworks function by thumbturn

HG-11 (Washrooms)
Standard Hinge
Privacy Lockset
Door Closer
Floor/Wall Doorstop

HG-12 (Exit Only)
Standard Hinge
Closer
Kickplate
Pushplate
Weather Strip
Panic Bar
Floor/Wall Doorstop

HG-13 (Passage)
Standard Hinge
Closer
Push/Pull
Kickplates
Floor/Wall Doorstop

HEAD - POCKET DOORHEAD - PS FRAME

JAMB - PS FRAME JAMB - POCKET DOOR

PRESSED STEEL FRAME
-WRAP PARTITION
-PRIMED & PAINTED

CAULK ALL SIDES (TYP)

WOOD / HOLLOW 
METAL DOOR
-REFER TO 
SCHEDULE

TYPE
WALL

2"

TY
PE

W
AL

L

WHITE OAK WOOD TRIMS
-CLEAR VARNISH

CAULK ALL 
SIDES (TYP)

WOOD DOOR c/w 
TRACK SYSTEM

TYPE
WALL

2 1/2"
TY

PE

W
AL

L

NOTE:
FILL FRAME WITH ACOUSTIC 
BATT WHERE WALLS CONTAIN 
BATT INSULATION FOR SOUND 
ATTENUATION

HEAD - SWING DOOR

JAMB - SWING DOOR

WHITE OAK WOOD TRIMS
-CLEAR VARNISH

CAULK ALL 
SIDES (TYP)

TYPE
WALL

2 1/2"

TY
PE

W
AL

L

WOOD DOOR
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DOOR SCHEDULE LEVEL P1

MARK

DOOR FRAME FIRE
RATING
LABEL

HARDWARE

NOTES
SIZE

MATL FIN GLAZ STYLE
LOUVER

MATL STYLE FIN GLZ SET No.
KEYSIDE
RM. No.HT W THK W HT

00A 7' - 0" 3' - 0" 0' - 2" HM PTD D4 PS F1 PTD 1hr HG4
00B 7' - 0" 3' - 0" 0' - 2" HM PTD D4 PS F1 PTD 1hr HG4
001A 7' - 0" 16' - 0" 0' - 2" I.AL PTD D6 M PTD NOTE 1
002A 7' - 0" 6' - 0" 0' - 2" HM PTD D3 PS F2 PTD 45 min HG4
004A 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD 45 min HG5
005A 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD 45 min HG5
006A 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD 45 min HG5
007 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
008 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
009 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
010 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
011 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
012 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
013 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
014 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
015 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
016 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
017 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
018 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
019 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
020 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL
021 6' - 8" 3' - 0" 0' - 2" CLF GALV D7 CLF GLAV PL

1/4" = 1'-0"

DOOR ELEVATIONS

1/4" = 1'-0"

FRAME ELEVATIONS

DOOR SCHEDULE NOTES
NOTE No. NOTE DESCRIPTION

1 OVERHEAD DOOR POWER OPERATOR c/w SAFETY HARDWARE
2 SINGLE LEAF WITH LOCKSET, OTHER LEAF WITH TOP/BOTTOM FRAME LOCKLATCH
3 INTERIOR CHAIN OPERATION w/ KEY LOCK ON EXTERIOR SIDE

DOOR SCHEDULE LEVEL 1

MARK

DOOR FRAME FIRE
RATING
LABEL

HARDWARE

NOTES
SIZE

MATL FIN GLAZ STYLE
LOUVER

MATL STYLE FIN GLZ SET No.
KEYSIDE
RM. No.HT W THK W HT

10A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45 min HG4
11A 7' - 0" 3' - 0" 0' - 2" HM PTD D4 PS F1 PTD 45 min HG12
101A 7' - 0" 3' - 0" 0' - 2" WD V T D5 HM F1 PTD HG7 102
102A 7' - 0" 6' - 0" 0' - 2" AL B.AN IG.T D2 AL B.AN IG.T HG1 EXTERIOR
102B 7' - 0" 3' - 0" 0' - 2" IN.M PTD D1 PS F1 PTD HG5 EXTERIOR
103A 7' - 0" 6' - 0" 0' - 2" WD V T D2 PS F3 PTD T HG6 102 NOTE 2
104A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 102
105A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG11
106B 7' - 0" 3' - 0" 0' - 2" IN.M PTD D1 PS F1 PTD HG12
107A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG6 111
108A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG6 111
109A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG6 111
110A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG6 111
111A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG7 118
113A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 111
114A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 111
115A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 111
116A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 111
117A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 118
118A 7' - 0" 3' - 0" 0' - 2" IN.M PTD D1 PS F1 PTD HG8 EXTERIOR
118B 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG13
119A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG6 118
120A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD HG11
121A 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD HG8 121
122A 7' - 0" 3' - 0" 0' - 2" IN.M PTD D1 PS F1 PTD HG8 EXTERIOR
123A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG7 121
125A 7' - 0" 3' - 0" 0' - 2" WD V T D5 PS F1 PTD HG7 121
125B 7' - 0" 3' - 0" 0' - 2" IN.M PTD D1 PS F1 PTD HG12
126A 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD 45 min HG13
126B 7' - 0" 3' - 0" 0' - 2" HM PTD D1 PS F1 PTD HG13
126C 8' - 0" 6' - 0" 0' - 1" I.AL B.AN D6 NOTE 3
127A 7' - 0" 6' - 0" 0' - 2" AL B.AN T D2 AL B.AN HG3
127B 7' - 0" 6' - 0" 0' - 2" I.AL B.AN IG.T D2 AL B.AN HG2

DOOR SCHEDULE LEVEL 2
DOOR FRAME FIRE

RATING
LABEL

HARDWARE

NOTESMARK
SIZE

MATL FIN GLAZ STYLE
LOUVER

MATL STYLE FIN GLZ SET No.
KEYSIDE
RM. No.HT W THK W HT

20A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45 min HG4 200
21A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45 min HG4 200
201A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
202A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
203A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
204A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
205A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
206A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
207A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
208A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
209A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
210A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200
211A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 200

DOOR SCHEDULE LEVEL 3
DOOR FRAME FIRE

RATING
LABEL

HARDWARE

NOTESMARK
SIZE

MATL FIN GLAZ STYLE
LOUVER

MATL STYLE FIN GLZ SET No.
KEYSIDE
RM. No.HT W THK W HT

30A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45 min HG4
31A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45min HG4
300A 7' - 0" 6' - 0" 0' - 2" HM PTD D3 PS F2 PTD 45 min HG6 300
301A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
302A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
303A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
304A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
305A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
306A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
307A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
308A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
309A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
310A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300
311A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 300

DOOR SCHEDULE LEVEL 4
DOOR FRAME FIRE

RATING
LABEL

HARDWARE

NOTESMARK
SIZE

MATL FIN GLAZ STYLE
LOUVER

MATL STYLE FIN GLZ SET No.
KEYSIDE
RM. No.HT W THK W HT

40A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45 min HG4
41A 7' - 0" 3' - 0" 0' - 2" WD V WG D4 PS F1 PTD 45min HG4
401A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
402A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
403A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
404A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
405A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
406A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
407A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
408A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
409A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
410A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400
411A 7' - 0" 3' - 0" 0' - 2" WD V D1 PS F1 PTD 45 min HG9 400

1 1/2" = 1'-0"

TYPICAL DOOR JAMBS & HEAD DETAILS1

REVISION SCHEDULE

MARK DATE DESCRIPTION
A 2021-04-01 Issued for Permit
B 2021-05-17 Issued for Construction

Original Signed



7'
 - 

0 
1/

2"

6'
 - 

0"

NOTE:
ALL DIMENSIONS REPRESENT ROUGH OPENINGS.
COORDINATE WINDOW & DOOR DIMENSIONS ACCORDINGLY

FLOOR LEVEL

W1

VINYL WINDOW
- BLACK
- FIXED

4' - 0"

6'
 - 

0"

7'
 - 

0 
1/

2"

W2

VINYL WINDOW
- BLACK
- OPERABLE CASEMENT
(MAXIMUM 4" OPENING)

3' - 0" 6' - 6"

7'
 - 

0 
1/

2"

6'
 - 

0"

W3

VINYL WINDOW
- BLACK
- FIXED

FLOOR LEVEL

SD2

VINYL SLIDING DOOR
- BLACK
- 1 PANEL BYPASS
- 2 FIXED PANELS

SD1

VINYL SLIDING DOOR
- BLACK
- 1 PANEL BYPASS
- 2 FIXED PANELS

7'
 - 

0 
1/

2"

6'
 - 

8"

10' - 0"

EQ 6'-0" DOOR OPENING EQ

7'
 - 

0 
1/

2"

6'
 - 

8"

9' - 0"

EQ 6'-0" DOOR OPENING EQ

NOTE:
ALL DIMENSIONS REPRESENT ROUGH OPENINGS.
COORDINATE WINDOW & DOOR DIMENSIONS ACCORDINGLY

ALUMINUM CURTAIN WALL:
- BLACK ANODIZED
- THERMALLY BROKEN FRAMES
- INSULATED / TEMPERED GLASS

70
°

10' - 7 3/4"

4' - 8"

4' - 8"

AN
G

LE
D

9'
 - 

0"

6'
 - 

0"
1'

 - 
0"

FLOOR LEVEL

AL1

AL1 - PLAN

10' - 7 3/4"

EQEQ3' - 0"

AL2

9'
 - 

0"

D
O

O
R

7'
 - 

0"

15' - 8"

DOORS

6' - 0" EQ EQEQ

10' - 5 3/4"

10' - 9 3/4"

110°

AL3 - PLAN

10' - 5 3/4"

1' - 0" . EQ EQ EQ

AL3

9'
 - 

0"

1'
 - 

0"
6'

 - 
0"

AN
G

LE
D

10' - 9 3/4"

EQ EQ EQ 1' - 5"

OPAQUE INSUL. GLASS 
SPANDREL PANEL

FLOOR LEVEL

AL4

9'
 - 

0"

OPAQUE INSUL. GLASS 
SPANDREL PANEL

1'
 - 

0"
6'

 - 
0"

17' - 6"

3' - 9" 3' - 9" 2' - 0" 3' - 6" 3' - 6"

AL4.1

9'
 - 

0"

1'
 - 

0"
6'

 - 
0"

17' - 6"

2' - 0"EQEQ 3' - 6" 3' - 9"

OPAQUE INSUL. GLASS 
SPANDREL PANEL AL5

9'
 - 

0"

1'
 - 

0"
6'

 - 
0"

3' - 0"

AL6

9'
 - 

0"

1'
 - 

0"
6'

 - 
0"

13' - 8"

2' - 0"EQ EQ 4' - 0 1/2"

OPAQUE INSUL. GLASS 
SPANDREL PANEL AL7

9'
 - 

0"

D
O

O
R

7'
 - 

0"

8' - 6"

DOORS

6' - 0"EQ EQ

AL8

D
O

O
R

7'
 - 

0"

8' - 6"

DOORS

6' - 0"EQ EQ

FLOOR LEVEL

AL9 - PLAN

75
°

18' - 3 1/4"

5' - 10 3/4"

5' - 10 3/4"

EQ EQ

AL9

AN
G

LE
D

18' - 3 1/4"

1' - 5"3' - 11"3' - 9" EQ EQ

9'
 - 

0"

1'
 - 

0"
6'

 - 
0"

OPAQUE INSUL. GLASS 
SPANDREL PANEL AL10

9'
 - 

0"

6'
 - 

0"

4' - 0"

DO NOT SCALE DRAWINGS. ALL DIMENSIONS TO BE
VERIFIED ONSITE. INTHEABSENCEOFDIMENSIONS,OR
IF DISCREPANCIES EXIST, CONSULT ARCHITECT. ALL
MINIMAL DIMENSIONS SHALL COMPLY WITH THE
NATIONAL BUILDING CODE AND LOCAL AUTHORITIES
HAVINGJURISDICTION.THEUSEOFTHISDRAWINGSHALL
BE GOVERNED BY STANDARD COPYRIGHT LAW AS
GENERALLY ACCEPTED IN ARCHITECTURAL PRACTICE.

1 6 6 0 H o l l i s S t r e e t , S u i t e 1 1 0 1
H a l i f a x , N o v a S c o t i a B 3 J 1 V 7
t . 9 0 2 . 4 0 4 . 8 3 8 3 f . 9 0 2 . 4 0 4 . 8 3 6 8
e m a i l - i n f o @ T E A L a r c h i t e c t s . c o m

Consultants:

Sheet No.:

Sheet Title:

Date (yyyy-mm-dd):

Project No.:

Drawn By:

Checked By:

Approved By:

Copyright:

Project Name:

Plan North:

Stamp:

Client:

City: Province:

4

3

2

1

A B C D

A B C D

4

3

2

1

TEAL Architects 2019

N

WINDOW
ELEVATIONS

A602

216 Cobequid

2021-05-17

JL

Checker

Approver

2017-016 216 Cobequid Rd.

FH Development Group

1/4" = 1'-0"

VINYL WINDOW / SLIDING DOOR ELEVATIONS

1/4" = 1'-0"

ALUMINUM WINDOW ELEVATIONS

REVISION SCHEDULE

MARK DATE DESCRIPTION
A 2021-04-01 Issued for Permit
B 2021-05-17 Issued for Construction

Original Signed


	Sheets
	A000 - Cover Sheet
	A001 - ASSEMBLIES & BUILDING CODE SUMMARY
	A101 - SITE PLAN
	A102 - P1 PLAN & DETAIL REFERENCES
	A103 - LEVEL 1 FLOOR PLAN & DETAIL REFERENCE
	A104 - LEVEL 2 FLOOR PLAN & DETAIL REFERENCE
	A105 - LEVEL 3 PLAN & DETAIL REFERENCE
	A106 - LEVEL 4 FLOOR PLAN & DETAIL REFERENCE
	A107 - ROOF PLAN & DETAILS
	A108 - LEVEL P1 REFLECTED CEILING PLAN
	A109 - REFLECTED CEILING PLANS - LEVEL 1 & 2
	A110 - REFLECTED CEILING PLANS - LEVEL 3 & 4
	A201 - NORTH & WEST ELEVATIONS
	A202 - SOUTH & EAST ELEVATIONS
	A301 - BUILDING SECTIONS
	A302 - BUILDING SECTIONS
	A303 - WALL SECTIONS
	A304 - WALL SECTIONS
	A401 - ELEVATOR & STAIR PLANS / SECTIONS
	A402 - STAIR PLAN, SECTION & DETAILS
	A403 - LV.1 WASHROOMS, KITCHENETTE & MAILBOXES
	A404 - FENCES, RAILS & GUARDRAIL ELEVATIONS AND DETAILS
	A405 - UNIT LAYOUTS A, B1, B2 & B3
	A406 - UNIT LAYOUTS C, D, E & F
	A407 - UNIT LAYOUT - BARRIER FREE UNIT  E & UNIT DOOR ELEVS.
	A501 - DETAIL SECTIONS
	A502 - DETAIL SECTIONS
	A503 - PLAN DETAILS
	A601 - DOOR SCHEDULES & DETAILS
	A602 - WINDOW ELEVATIONS




